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AMENDMENTS:

DRAWINGS

1 AMENDMENT 0001, ITEM #3, Sheet AP602: Door Schedule

A. Door Numbers E130A, E130B & E130C, the frame materia shal be
revised from hollow metal (HM) as shown to aluminum storefront
(AL. ST.).

B. Door Numbers A203, A222, A246, C203, C221, C230, D103, D118A,
D146A, D146B, E103 & E124:
At the contractor’ s option, the above identified door and frame
assemblies can be modified as follows;
a. The height of these doors can be reduced from 8'-4” to 8'-0".
b. Thedoor and frame assembly does not need to be pre-manufactured.
c. Thehardware set will be modified from #Hw-16 to #Hw-14.
d. All other requirements as identified in this door schedule for each of

these doors shal apply.
C. Door Number C230: Add note number 2 to the remarks column.

2 AMENDMENT 0001, ITEM #3, Sheet AP603: Door Schedule
A. Door Numbers D301C, D301D, D301E, D302A, D302B, D302C
& D302D, the door material shall be revised from wood (WD) as shown
to hollow metal (HM).
B. Door Numbers A302, A321, A347, A401, A416, Ad42, C302, C319,
C326, D202, D215, D238A, D238B, E202 & E219:
At the contractor’s option, the above identified door and frame
assemblies can be modified as follows;
The height of these doors can be reduced from 8'-4” to 8'-0".
The door and frame assembly does not need to be pre-manufactured.
The hardware set will be modified from #Hw-16 to #Hw-14.
All other requirements as identified in this door schedule for each of
these doors shdll apply.

oo oW

3 AMENDMENT 0001, ITEM #3, Sheet AF205: Dedication Plagues, detail “B1”
A. Revise the “SHW"” graphic to read KCI/SHW. Graphic will be provided
during the shop drawing review.
B. The contractor shall provide two plagues, one for Bell Multicultural High
School and the second for Lincoln Multicultural middle School.
C. These plagues will be field located.

4) AMENDMENT 0001, ITEM #3, , Sheet A1103: Projection Screens
All equipment identified on this drawing as “A/V Screen” shall be manualy
operated projection screen and is sized as 72°x72". Refer to drawing AF601,
Genera and Equipment General Notes, item #14.
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5) AMENDMENT 0001, ITEM #3, Sheet AI104A: Projection Screens

A. Stage B119: The motorized projection/AV screen shall be eectrically
operated with an automatic ceiling enclosure. This screen shall be 24
feet wide and the bottom of the screen shall be 24” above the floor finish.

B. Mini-UN B107: The motorized projection/AV screen shall be
electrically operated with an automatic ceiling enclosure. This screen
shall be 14 feet wide and the bottom of the screen shall be 12" above the
floor finish.

6) AMENDMENT 0001, ITEM #3, Sheet A1105, A1106, Al107, Al113, Al114 &
AIl115: Projection Screens
All equipment identified on this drawing as “A/V Screen” shall be manually
operated projection screen and issized as 72°x72". Refer to drawing AF601,
Genera and Equipment General Notes, item #14.

7 AMENDMENT 0001, ITEM #3, Sheet A1108: Projection Screens

A. All equipment identified on this drawing as “A/V Screen” shdl be
manually operated projection screen and issized as 72°x72". Refer to
drawing AF601, General and Equipment General Notes, item #14 except
as noted below.

B. Library A205: The motorized projection/AV screen shall be electricaly
operated with an automatic ceiling enclosure. This screen shall be 10
feet wide and the bottom of the screen shall be 24” above the floor finish.

8) AMENDMENT 0001, ITEM #3, Sheet Al1110: Projection Screens

A. All equipment identified on this drawing as “A/V Screen” shdl be
manually operated projection screen and issized as 72°x72". Refer to
drawing AF601, General and Equipment General Notes, item #14 except
as noted below.

B. Library C205: The motorized projection/AV screen shall be electrically
operated with an automatic ceiling enclosure. This screen shall be 8 feet
wide and the bottom of the screen shall be 24” above the floor finish.

9 AMENDMENT 0001, ITEM #3, Sheet Al116:; Casework elevations“Al1” &
“A2", cabinet type “D” can beincreased from 21" as shown up to 27”.

10) AMENDMENT 0004, ITEM #22: Door Schedule

A. Door Numbers E130A, E130B & E130C, the frame materid shall be
revised from hollow metal (HM) as shown to aluminum storefront
(AL. ST.).

B. Door Numbers A203, A222, A246, C203, C221, D103, D118A, D146A,
D146B, E103 & E124:
At the contractor’ s option, the above identified door and frame
assemblies can be modified as follows;
e. The height of these doors can be reduced from 8'-4" to 8'-0".
f.  The door and frame assembly does not need to be pre-manufactured.
0. Thehardware set will be modified from #Hw-16 to #Hw-14.
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11)

12)

13)

14)

h. All other requirements as identified in this door schedule for each of
these doors shal apply.

AMENDMENT 0004, ITEM #36:

a) Remove Drawing Note 11 and replace with: 4” diameter exhaust duct from
dryer. See details B5 on sheet MH 503 for residential dryer exhaust duct details.
b) Remove Drawing Note 12 and replace with: 5" diameter dryer exhaust up to
the 2" floor.

AMENDMENT 0004, ITEM #37: Remove Drawing Note 10 and replace with:
4" diameter exhaust duct from dryer to 5 diameter dryer exhaust duct up to 3¢
floor. Seedetail B5 on sheet MH503 for residential dryer exhaust duct details.

AMENDMENT 0004, ITEM #41

a) Remove Drawing Note 7 and replace with: 8" diameter exhaust duct from
dryer to 10" diameter dryer exhaust duct. See detail C5 on sheet MH503 for
commercia dryer exhaust duct details.

b) Remove Drawing Note 8 and replace with: 14" diameter dryer exhaust duct
up to GEF-12 on roof. Provide FD(Fire Damper) at roof.

¢) Remove Drawing Note 9 and replace with: Install accessible 24”L x 12"W x
1"D disposablefilter. See detail C5 on sheet MH503 for commercia dryer
exhaust duct details including filter and filter housing.

d) Add Drawing Note 12: 12x26 Combustion air duct to roof (w/ FD at roof).
Transition to intake weather cap.

€) Add Drawing Note 13: See Detail C5 on sheet MH503 for combustion air
supply details for laundry room.

AMENDMENT 0004, ITEM 42:

a) Remove Drawing Note 13 and replace with: 5" diameter dryer exhaust duct
DN.

b) Remove Drawing Note 14 and replace with: 5" diameter dryer exhaust duct
up to GEF-9 on roof.

¢) Remove Drawing Note 15 and replace with: 8" diameter exhaust duct from
dryer to 10" diameter dryer exhaust duct. See detail C5 on sheet MH503 for
commercia dryer exhaust duct details.

d) Remove Drawing Note 16 and replace with: Install accessible 24"L x 20°'W
x 1"D disposable filter. See detail C5 on sheet MH503 for commercial dryer
exhaust duct details including filter and filter housing.

€) Add Drawing Note 20: See detail C5 on sheet MH503 for combustion air
supply details for laundry room.

f) Add Drawing Note 21: 12x26 combustion air duct to roof (w/ FD at roof).
Trangition to intake weather cap.

g) Added some minor notes to ductwork serving Laundry E207. Changed dryer
exhaust duct size from 16" diameter to 14” diameter. Placed duct size, 26x12, on
combustion air duct.



AMENDMENT NO. 0004 TO ADVERTISED RFP DACW 31-02-R-0044
EFFECTIVE JANUARY 27. 2003 PAGE 5 OF 6 PAGES

h) Revisethis plate in accordance with the attached Sketch SK-M-001 dated
01/17/2003

15) AMENDMENT 0004, ITEM #43: Remove Drawing Note 13 and replace with:
5" diameter dryer exhaust duct up.

16) AMENDMENT 0004, ITEM #44: Remove Drawing Note 12 and replace with:
5" diameter dryer exhaust duct up to GEF-11 on roof.

17) AMENDMENT 0004, ITEM # 45: Remove Drawing Note 9 and replace with:
5" diameter dryer exhaust duct up to GEF-10 on roof.

18) AMENDMENT 0004, ITEM #46: Remove Drawing Note 8 and replace with:
14" diameter dryer exhaust duct down.

19) AMENDMENT 0004, ITEM #51:

a) Removed Detail C5 and replaced with arevised detail —“ Gas fired
commercia clothes dryer detail”.

b) Relabeled Detail B5—“TYPICAL ROOF CURB PIPING PENETRATION
DETAIL” as Detail BA4.

c) Added Detail B5, “GAS FIRED RESIDENTIAL CLOTHES DRYER
DETAIL.”

d) Revise this plate in accordance with the attached Sketches SK-M-002 and
SK-M-003 dated 01/17/2003.

20) AMENDMENT 0004, ITEM #55: Added Note 3 to GENERAL EXHAUST
FAN SCHEDULE: “MOTORS FOR FANS GEF-9, 10, 11, 12 & 14 shdl be
|located outside of the air stream.”

21) AMENDMENT 0004, ITEM #138: Delete the specification section 00003 Table
of Contents as issued in amendment number 4, dated 01/10/03 and substitute
therefore the revised specification Table of Contents dated January 17, 2003.

SPECIFICATIONS:

22) SECTION 01030 OPTIONS: Delete the specification section 01030 asissued
and substitute therefore the attached specification section 01030 dated January
17, 2003.

23) SECTION 07531 EPDM SINGLE-PLY MEMBRANE ROOFING: Delete the
specification section 07531 as issued.

24) SECTION 12690 FLOOR MATS and FRAMES: Page 2, line 10,
ACCEPTABLE MANUFACTURERS; Add Kadee Industries, Cleveland, Ohio
(800-321-3827) as a approved manufacture. Materials and finishesto be
provided as specified.
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25) PAGE 15958-25, SEQUENCE OF OPERATION, PARAGRAPH. 3.24.A.1:
Modify paragraph to read as follows. Start/Stop: BAS shall command the
operation of the exhaust fan and it shall run continuously whenever the laundry
room space temperature rises above a set point of 80°F or associated dryer is
indexed on. Fan shall be de-energized after al associated dryers are indexed to
off for 5 minutes (time delay).

26) SECTION 15960, LAUNDRY EXHAUST SYSTEM: Insert into the Table of
Contents and proper numerical order in the specifications:

ATTACHMENTS:

Specifications:

Section 00003 Revised Table of Contents
Section 01030 Options

Section 15960 Laundry Exhaust System

Sketches (all dated 01/17/2003):
SK-M-001
SK-M-002
SK-M-003




District of Columbia Public Schools/ US Army

Bell Multicultural High School / Lincoln Multicultural Middle School

SECTION 00003 - TABLE OF CONTENTS OF THE CONSTRUCTION DOCUMENTS

PROJECT MANUAL — VOLUME ONE

DIVISION 1 - GENERAL REQUIREMENTS

01000
01020
01021
01030
01050
01050A
01050B
01060
01060A
01060B
01200
01312
01312A
01320
01330
01330A
01451
01451A
01460
01510
01510A
01520
01561
01572
01670
01720
01720A

Administrative Requirements
Pre-Construction and Coordination Conferences
Progress Meetings

Options

Job Conditions

Geotechnica Report

Risk Assessment Form

Safety

Security Log

Safety Sign

Warranty Requirement

Resident Management System (RMS)
Quality Control System (QCS)
Project Schedule

Submittal Procedures

Submittal Register

Contractor Quality Control
Construction Quality Control Report
Security

Temporary Construction Items

Safety Sign

Photographic Documentation
Environmental Protection
Construction and Demolition Waste Management
Recycled/Recovered Materials
As-Built Drawings - CADD

Record Drawing As-Built

DIVISION 2 - SITE CONSTRUCTION

02080
02100
02122
02200
02221
02230
02240
02260
02361
02510
02530
02541
02577
02584
02620
02700
02741
02751
02780
02792
02793
02794
02810
02821
02832
02840
02842

Piped Utilities— Basic Materials and Methods
Soil Erosion and Sediment Control
Protection Trimming

Earthwork (Building)

Building Demalition

Site Clearing

Dewatering

Excavation Support and Protection
Termite Control

Water Distribution

Sanitary Sewerage

Portland Cement Concrete Tennis Court Surfacing
Pavement Marking

Underground Ducts and Utility Structures
Subdrainage

Storm Drainage System

Hot-Mix Asphalt Paving

Cement Concrete Pavement

Unit Pavers

Tennis Court Surface

Baseball and Softball Infields

Exterior Athletic Equipment

Irrigation System

Chainlink Fencing

Premanufactured steel fencing

Traffic Signage

Bicycle Racks

TABLE OF CONTENTS OF THE CONSTRUCTION DOCUMENTS PROJECT MANUAL
©2002 KCI/SHW Group Inc.

AMENDMENT

January 17, 2003
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District of Columbia Public Schools/ US Army
Bell Multicultural High School / Lincoln Multicultural Middle School

02900 Landscaping

DIVISION 3—-CONCRETE

03051 Cold Weather Concrete

03300 Cast-in-place Concrete

03365 Post Tension Concrete

03450 Plant-Precast Architectural Concrete
03600 Nonshrink Grout

DIVISION 4 — MASONRY

04230 Reinforced Unit Masonry
04720 Cast Stone

04810 Unit Masonry Assemblies
04815 Glass Unit Masonry Assemblies

DIVISION 5-METALS

05120 Structural Steel

05210 Steel Joists And Joist Girders

05310 Steel Roof Decking

05320 Steel Floor Decking

05400 Cold Formed Metal Framing

05500 Metal Fabrications

05521 Pipe And Tube Railings

05530 Gratings

05580 Formed Metal Fabrications

05811 Pre-manufactured Expansion Joint Systems

DIVISION 6 - WOOD AND PLASTICS

06100 Rough Carpentry
06402 Interior Architectural Woodwork

DIVISION 7 - THERMAL AND MOISTURE PROTECTION

07131 Self-Adhering Sheet Waterproofing
07160 Bituminous Dampproofing

07210 Building Insulation

07411 Manufactured Roof Panels

07412 Manufactured Wall Panels

07511 Built-up Asphalt Roofing

07620 Sheet Metal Flashing, Trim, and Accessories
07716 Roof Expansion Assemblies

07720 Roof Accessories

07730 Rooftop Equipment Supports

07811 Sprayed Fire-Resistive Material

07812 Duct Blanket Fire Protection

07841 Through penetration Fire stop Systems
07842 Fire resistive Joint Systems

07900 Joint Sealers

DIVISION 8 - DOORS AND WINDOWS

08110 Steel Doors and Frames

08163 Sliding Aluminum Framed Glass Frames
08211 Flush Wood Doors

08255 Packaged Steel Door Assembles

08330 Interior Overhead Coiling Counter Doors
08333 Overhead Coiling Doors (automatic resetting)
08334 Overhead Coiling Grille(Parking Garage)
08335 Self-Opening Security Grille

08347 Wood sound control doors

TABLE OF CONTENTS OF THE CONSTRUCTION DOCUMENTS PROJECT MANUAL
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08410
08520
08710
08716
08800
08814
08840

Aluminum Entrances And Storefronts
Aluminum Windows

Finish Hardware

Power Door Operators

Glass And Glazing

Mirrored Glass

Plastic Glazing

DIVISION 9 — FINISHES

09220
09253
09260
09265
09310
09400
09450
09511
09521
09522
09622
09640
09644
09651
09653
09680
09900
09960

Portland Cement Plaster

Gypsum Sheathing

Gypsum Board Assemblies

Gypsum Board Shaft Assemblies
Ceramic Tile

Terrazzo (thin set)

Flexible Terrazzo Tile (Fritz Tile)
Acoustical Panel Ceilings

Acoustical Wall Panels

Cementitious Wood Fiber Wall Panels
Resilient Athletic Flooring

Wood Flooring - Stage

Wood Athletic Flooring Assemblies - Gym
Resilient Floor Tile

Resilient Wall Base And Accessories
Carpet

Painting

High Performance Coatings

PROJECT MANUAL —VOLUME TWO

DIVISION 10 — SPECIALTIES

10100
10155
10190
10200
10265
10350
10425
10505
10520
10652
10675
10800
10802

Visual Display Boards
Toilet Compartments
Cubicles

Louvers and Vents

Impact Resistant Wall
Flagpoles

Signs

Metal Lockers

Fire Protection Specialties
Folding Panel Partitions
Metal Storage Shelving
Toilet and Bath Accessories
Diaper Changing Station

DIVISION 11 - EQUIPMENT

11026
11063
11110
11132
11133
11136
11150
11160
11194
11400
11451
11484
11490
11610
11620

Safes

Performance Rigging Systems
Commercia Laundry Equipment
Projection Screens

Television Monitor Mount
Language L aboratory Equipment
Parking Control Equipment
Loading Dock Equipment

Salon Furnishings

Foodservice Equipment
Residential Appliances
Basketball Backstops

Athletic Equipment

Laboratory Fume Hoods

Audio Visua Equipment

AMENDMENT
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DIVISION 12 — FURNISHINGS

12304
12326
12345
12494
12627
12690
12710
12760

Plastic Laminate Faced Casework
Musical Storage Cabinets
Laboratory Casework And Fixtures
Roller Shades

Library Furniture

Floor Mats and Frames
Auditorium And Theater Seating
Telescoping Stands

DIVISION 13 - SPECIAL CONSTRUCTION

13100
13810
13851
13915
13921

Lighting Protection

Clock Control

Fire Alarm

Fire — Suppression Piping

Electric — Drive, Centrifugal Fire Pumps

DIVISION 14 - CONVEYING SYSTEMS

14210
14700

Electric Traction Elevators
Turntables

DIVISION 15 - MECHANICAL

15050
15055
15060
15071
15075
15081
15082
15083
15110
15121
15122
15140
15150
15160
15181
15183
15185
15189
15191
15194
15221
15410
15415
15430
15446
15450
15486
15512
15550
15640
15671
15672
15700
15710
15726
15732
15738
15745

Basic Mechanical Material and Methods
Motors

Hangers and Supports

Mechanical Vibration Controls
Mechanical Identification

Duct Insulation

Equipment Insulation

Pipe Insulation

Vaves

Pipe Expansion Fittings and L oops
Meters and Gates

Domestic Water Piping

Sanitary Waste and Vent Piping
Storm Drainage Piping

Hydronic Piping

Refrigerant Piping

Hydronic Pumps

HVAC Water Treatment

Fuel Oil Piping

Fuel Gas Piping

Acid — Waste Piping

Plumbing Fixtures

Drinking Fountains and Water Coolers
Plumbing Specialties

Sump Pumps

Fuel Oil Storage Tank

Fuel-Fired, Domestic Water Heaters
Cast — Iron Boilers

Breechings, Chimneys and Stacks
Packaged Cooling Towers
Condensing Units

Air — Cooled Glycol Dry Cooler
Variable Frequency Drive

Heat Exchangers

Custom In Door Air — Handling Units
Rooftop Air Conditioners

Split — System Air — Conditioning Units
Water-Source Heat Pumps

AMENDMENT
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15766 Cabinet Unit Heaters

15767 Propeller Unit Heaters

15775 Electric Heating Cables

15815 Metal Ducts

15820 Duct Accessories

15838 Power Ventilators

15840 Air Terminal Units

15852 Dust Collection System

15854 Welding Exhaust System

15855 Diffusers, Registers and Grilles
15900 HVAC Instrumentation and Controls
15940 Sequence of Operations

15949 Building Automation System (BAS) General
15950 Testing, Adjusting and Balancing
15951 BAS Basic Materias, Interface Devices, and Sensors
15952 BAS Operator Interfaces

15953 BAS Field Panels

15954 BAS Communication Devices

15955 BAS Software and Programming
15958 Sequence of Operation

15959 BAS System Commissioning

15960 Laundry Exhaust System

DIVISION 16 - ELECTRICAL

16050 Basic Electrical Materials and Methods
16060 Grounding and Bonding

16075 Electrical Identification

16120 Conductors and Cables

16130 Raceways and Boxes

16139 Cable Trays

16140 Wiring Devices

16215 Electrical Power Monitoring

16231 Packaged Engine Generators

16289 Transient Voltage Suppression

16340 Switch Gear

16410 Enclosed Switches and Circuit Breakers
16415 Transfer Switches

16420 Enclosed Controllers

16441 Switchboards

16442 Panel Boards

16443 Motor-Control Centers

16461 Dry-Type Transformers (600 V and L ess)
16491 Fuses

16511 Interior Lighting

16526 Sports Lighting

16528 Exterior Flood Lighting for Flags and Signs
16570 Rigging

16580 Performance Equipment Systems - Electrical
16726 Public Address and Music Equipment

DIVISION 17 —IT PERFORMANCE

17000 Project Summary/Overview

17010 Basic Communications Requirements
17030 Administration Requirements

17080 Project Management & Quality Assurance
17090 Technology Documentation

17100 Cable Plant Overview

17110 Communications Equipment Rooms
17130 Interior Communication Pathways

17150 Backbone Cabling Requirements

17160 Horizontal Cabling Requirements

17165 School Specific Communications Network Outlets

AMENDMENT
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17170
17190
17210
17400
17410
17470
17490

Testing, Identification and Administration
Support and Warranty

Switches and Routers

Video Distribution System Overview
Control and Head End Equipment
Testing, Identification and Administration
Support and Warranty

END OF SECTION 00003
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SECTION 01030 — OPTIONS

PART 1 - GENERAL

RELATED DOCUMENTS

Drawings and general provisions of Contract, including Division-1 Specification Sections, apply to this Section.
SUMMARY
This Section specifies administrative and procedural requirements for Cost Items.

A Cost option is a bidder or offeror proposed cost or pricing data of a defined element of construction outlined in the “Schedule of
Options” which is included at the end of this section. Such cost or pricing data shall include the cost or estimated cost (labor and
material) of each item and factual information in the offeror’s possession pertinent to estimating the costs for performance of that
element of the project. All Cost Options are to be included in bidder’s or offeror’s Base Bid proposal.

On a separate sheet, each bidder or offeror shall provide the cost or pricing data on the elements or items of the project.

At the conclusion of such itemization, include the following statement: “Under penalties of perjury, I affirm this itemization reflects
our estimates and/or actual costs as of this date for the items shown hereon.”

The list thus compiled shell be placed in a separate sealed envelope within the bid envelope and marked “Cost and Price Estimates:

£} it}

In the event the responsive bid from the lowest responsible bidder exceeds available funds, the information contained on this list
shall be used by the Owner in negotiating with the lowest responsible bidder to achieve a contract price within the available funding.

~oordination:

Coordinate any and all Related Work and modify or adjust adjacent Work in accordance with all Contract requirements as necessary to
ensure that Work affected by each accepted Cost Item is complete, and fully integrated into the project at no additional cost to that
proposed on the Bid Form.

b[ﬂﬁﬁ :an‘ on:

Immediately following the award of the Contract, prepare and distribute to each party involved notification of the status of each Cost
Item. Indicate whether Cost Options have been accepted, deleted or deferred for consideration at a later date.

Bidder-originated Cost Options or qualifying statements will not be considered. The Owner shall have the right to deleted Cost Option
in any order or combination.

Schedule:

A "Schedule of Cost Options" is included at the end of this Section. Specification Sections referenced in the Schedule contain
requirements for materials and methods necessary to achieve the Work described under each Cost Option. Include as part of each Cost
Option, miscellaneous devices, accessory objects and similar items incidental to or required for a complete installation whether or not
mentioned as part of the Cost Option.

PART 2 - PRODUCTS (Not Applicable).

SCHEDULE OF COST ITEMS 01030 - 1
©2002 KCI/SHW Group, Inc. Architects + Engineers
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PART 3 — EXECUTION (Not Applicable).

SCHEDULE OF COST OPTIONS

Specification Sections referenced in the Schedule contain requirements for materials and methods necessary to achieve the Work
described under each Cost Option. Include as part of each Cost Option, miscellaneous devices, accessory objects and similar items
incidental to or required for a complete installation whether or not mentioned as part of the Cost Option.

DEDUCT OPTIONS
Cost Option Number AB.01: Not Used
Cost Option Number AB.02: Rotating Turn Table (Mini-UN)

Give construction cost to provide all necessary labor and materials to supply and install the rotating turn table and all related
accessories to allow for the rotation of the Mini-UN.

Cost Option Number AB.03: Not Used
Cost Option Number AB.04: Not Used
Cost Option Number AB.05: Not Used
Cost Option Number AB.06: Not Used
Cost Option Number AB.07: Not Used.
Cost Option Number AB.08: Demolition of the existing Bell High School

Give construction cost to provide all necessary labor and materials to remove the demolition of the existing Bell High School from the
project scope. The site improvements as identified in the civil drawings would not be constructed.

Cost Option Number AB.(9: Not Used

Cost Option Number AB.10: Delete the relocation of the existing concrete/mosaic columns.
Give construction cost for all labor and materials to delete the demolition, storage and relocation of the 4 existing concrete/mosaic
columns from the existing Lincoln School and the related support details.

Cost Option Number AB.11: Not Used
Cost Option Number AB.12: Delete the Cosmetology Equipment
Give construction cost for all labor and material to delete the Cosmetology equipment from this project. All electrical, mechanical and

plumbing rough in s are to remain and be included as part of the based contract.

Cost Option Number AB.13: Delete the Irrigation System
Give construction cost for all labor and materials to delete the irrigation system from the planting beds, soft ball field and soccer field.

Cost Option Number AB.14: Not Used

Cost Option Number AB.15: Delete the Stage Rigging
Give construction cost for all labor and materials to delete the Performance Rigging Systems from this project.

Cost Option Number AB.16: Not Used
Cost Option Number AB.17: Not Used
Cost Option Number AB.18: Not Used
SCHEDULE OF COST ITEMS 01030-2

©2002 KCI/SHW Group, Inc. Architects + Engineers
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ADD OPTIONS
Cost Option Number AC.01: Delete Flexible Terrazzo (Fritz Tile) floor finish and replace with Terrazzo.

Give construction cost for all necessary labor and materials to install thin set terrazzo floor finish in lieu of Fritz Tile in the following
spaces: A101, A137, A170, B102, C101, C134, C160, D102, D146 & E102.

Cost Option Number AC.02: Glazed Ceramic Block in Corridors
Give construction cost for all necessary labor and materials to delete the concrete masonry units (CMU’s) and painted finish from the

following spaces: A101, A137, A170, B102, C101, C134, C160, D102, D103, D118, D124, D124A, D127A, D127B, D146, E102, E103
and E124. Install glazed ceramic block in the same size and thickness as identified in the drawings for the above identified spaces.

END OF SECTION 01030

SCHEDULE OF COST ITEMS 01030-3
©2002 KCI/SHW Group, Inc. Architects + Engineers
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SECTION 15960 — LAUNDRY EXHAUST SYSTEM

PART 1- GENERAL

11

12

13

SECTION INCLUDES

Booster exhaust fan, ductwork, filter/housing and accessories.
SUBMITTALS
Submittals are required and shall include product data noting capacity, materials, controls,

dimensions, and accessories and detailed ductwork layouts.

QUALITY ASSURANCE

Design and installation shall be in accordance with the Occupational Safety and Health
Administration (OSHA).

Code Compliance
1. NFPA 54, "National Fuel Gas Code".

2. International Mechanical Code, 1996 ED., Section 504, "Clothes Dryer Exhaust".

3. Sheet Metal and Air Conditioning Contractors National Association "HVAC
Duct Construction Standards’, 1995.

PART 2- PRODUCTS

21

2.2

BOOSTER EXHAUST FAN

Fan shall be a utility set fan as specified in Section 15838.
Fan motor shall be located outside of air stream.

Fan shall have access door to facilitate maintenance.

DUCTWORK
Unless otherwise noted, the requirements for (-) 2" wg duct construction shall apply.
All elbows shall be unvaned with radius construction.

Provide fire dampers in compliance with local and NFPA requirements.

LAUNDRY EXHAUST SYSTEM 15960 - 1
KCI/SHW Joint Venture Architects + Engineers
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2.3 FILTER/HOUSING

A Filter size as indicated on drawing.

B. Filter shall have a sieve factor of 200 microns or less.

C. Provide owner with two complete replacement filter medias.

D. Provide factory assembled side service filter housing constructed with reinforced galvanized

steel.
E. Provide differential pressure sensing unit across filter housing with visual alarm to notify owner of

fully loaded filter.

PART 3 - EXECUTION

3.01 INSTALLATION

A Install in accordance with manufacturer’s requirements.

END OF SECTION 15960

LAUNDRY EXHAUST SYSTEM 15960 - 2
KCI/SHW Joint Venture Architects + Engineers
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FOR ADDITIONAL INFORMATION.
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